


	**************************************************************************************************************************************************************************************** CLWC WATER QUALITY TABLE – CONTAMINANTS DETECTED

	****
	INORGANIC CONTAMINANTS
	

	Date
	Contaminant
	MCL
	MCLG
	UNITS
	RESULT
	MIN/MAX
	VIOLATIONS
	LIKELY SOURCE:


	
8/26/2021
	
Barium
	
2.0
	
2.0
	
ppm
	
<0.02
	
	
	Discharge of drilling wastes or metal refineries; erosion of natural deposits.

	
8/27/2021
	
Nitrate (as Nitrogen)
	
10.0
	
10.0
	
ppm
	
1.64
	
	
	Fertilizer run-off; leaching from septic tanks, sewage; erosion of natural deposits.

	****
	DISINFECTION BYPRODUCTS   PRECURSORS
	

	

	Date
	Contaminant
	MCL
	MCLG
	UNITS
	RESULT
	MIN/MAX
	VIOLATIONS
	LIKELY SOURCE


	8/27/2021
	TTHM – Total * Trihalomethanes
	8.0
	
	ppb
	1.63
	
	
	By-product of drinking water chlorination.

	 
· Lead & Copper Note:  10 Lead and Copper sites were tested with NO SITE testing above or over the action level.   

	
Valid until 12/31/2021
	
Copper - *90th percentile.
	
1.3 (AL)
	
1.3
	
ppm
	
.215
	
.028/.228
	
	Corrosion of household plumbing systems; erosion of natural deposits; leaching from wood preservatives.

	Valid Until 12/31/2021
	Lead - *90th percentile.
	15 (AL)
	0
	ppb
	2.77
	<1.0/9.36
	
	

	****
	UNREGULATED CONTAMINANTS
	

	Date
	Contaminant
	MCL
	MCLG
	UNITS
	RESULT
 
	MIN/MAX
	VIOLATIONS
	LIKELY SOURCE:

	8/26/2021
	Nickel
	N/A
	100


	ppb
	<0.0040
	
	Erosion of natural deposits; leaching.

	8/26/2021
	Sodium
	N/A
	
	ppm
	7.66
	
	
	Erosion of natural deposits; leaching.

	****
	REGULATED CONTAMINANTS
	

	8/27/2021
	Fluoride
	4.0
	4
	ppm
	0.068
	
	
	Erosion of natural deposits; Water additive which promotes strong teeth; Discharge from fertilizer and aluminum factories.

	

	****
	REGULATED CONTAMINANTS (CONT.)
	

	Date
	Contaminant
	MCL
	MCLG
	UNITS
	RESULT
	MIN/MAX
	VIOLATIONS
	LIKELY SOURCE:

	3/12/2019
	Beta/photon emitters
	4
	0
	mrem/yr.
	1.1 
	
	
	Decay of natural and man-made deposits.

	8/28/2019
	Gross Alpha excluding Radon and Uranium
	0
	15
	pCi/L
	2 
	
	
	Erosion of natural deposits.

	****
	RESIDUAL DISINFECTANT
	

	2021
	Chlorine Residual
	4 MRDL
	
	ppm
	.71 avg
	.6/.9
	
	Water additive                        (disinfectant) used to control micro-biological organisms.


CLWC Water Quality Table Data:  The table above represents all the contaminants that we detected during the “2021” calendar year.  The presence of these contaminants in the water does not necessarily indicate that the water poses a health risk.  Unless otherwise indicated, the data presented in this table is from testing done between January 1 and December 31, 2021.  The Indiana Department of Environmental Management (IDEM) requires us to monitor for certain contaminants at a frequency less than once per year because the concentrations of these contaminants are not expected to vary significantly from year to year.  Some of the data, though representative of the water quality, may be more than a year old.
** Some of the terms and abbreviations used in this report are:
MCL:  Maximum Contaminant Level, the highest level of a contaminant that is allowed in drinking water.  MCLs are set close to the MCLGs as feasible using the best available treatment technology.
MCLG:  Maximum Contaminant Level Goal, the level of a contaminant in drinking water below which there is no known or expected risk to health.  MCLGs allow for a margin of safety.
MRDL:  Maximum Residual Disinfectant Level, the highest level of disinfectant allowed in drinking water.
MRDLG:  Maximum Residual Disinfectant Level Goal, the level of drinking water disinfectant below which there is no known or expected risk to health.
AL:  Action Level, the concentration of a contaminant which, when exceeded, triggers treatment or other requirements or action which a system must follow.
Ppm:  Parts per million, a measure for concentration equivalent to milligrams per liter or once in 7,350 gallons of water.
Ppb:  Parts per billion, a measure of concentration equivalent to micrograms per liter or once in 7,350,000 gallons of water.
n/a:  Either not available or not applicable.
ND:  Not detected, the result was not detected at or above the analytical method detection level.  In order to ensure tap water is safe to drink, EPA prescribes regulations that limit the amount of certain contaminants in water provided by public water systems.  Food and Drug Administration (FDA) regulations establish limits for contaminants in bottled water, which must provide the same protection for public health.
SPECIAL NOTE:  PLEASE VISIT OUR WEBSITE @ http://cataractlake.myruralwater.com for customer notices, boil advisory notifications                and/or company updates.
THANK YOU FOR BEING A VALUED CATARACT LAKE WATER CORPORATION CUSTOMER!



